UNDERGROUND FEED

PAD MT

OF ATS SWITCH

PROVISION FOR CONNECTION

LUGS ON SWITCH & DISTRIBUTION BUS A5

400 AMP

EUSREC 319

CT COMPARTMENT

HINGED PANEL

EUSREC 332

PULLEYS 4.6" U.G

400 U.G

EUSREC 345.347

28

36

2B

OUTDOOR ENCLOSURE

ARCA

CONDUIT

CONDUIT

AREA

AREA

ARCA

ARCA

METAL SHELVES MAY BE field installed in any position
underground pull sections may be field installed either left or right

VOLTAGE: 120/240V 1PH/3W

UTILITY: ACE 100KVA

CONTRACTOR: 

DATE: 

ADDRESS:

SUN VALLEY ELECTRIC MFG., INC.

*UL LISTED DEPENDENT SWITCHBOARD E84151

*ALUMINUM BUS WITH ALUMINUM BUS PLATING

*ANSLI 61 LIGHT GREY POWDER COATED FINISH

*NEMA 3R RATED UNLESS NOTED OTHERWISE

602-254-6923  FAX # 602-254-6923

1334 N 21 ST. AVE. PHX AZ 85009