UNDERGROUND FEED

PAD MOUNT

UNDERGROUND pull sections may be field installed in any position

Eulerc 345.347
600A U.G.
Barrier

HINGED PANEL
600 AMP
Eulerc 220
CT COMPARTMENT

AREA
CONDUIT

AREA
CONDUIT

VOLTAGE: 208/120V 3PH/4W

DATE:

JOB ADDRESS:

UTILITY:

AC: 100k (determined by designer)

ANSI 3R RATED UNLESS NOTED OTHERWISE
NEMA 1 RATED

ALUMINUM BUS WITH ALUMINUM 80 PLATING

UL LISTED DEAR FRONT SWITCHBOARD E84151

602-258-6448 FAX 602-254-6923
134 N. 21 ST. AVE. PHX AZ 85009

SUN VALLEY ELECTRIC MFG. INC.