Underground Feed
Pad Mount

EUSREC 332
Hinged Panel
800 Amp
EUSREC 320
CT Compartment

Outdoor Enclosure

Area Conduit

Area Conduit

Utilities:

Date:

Address:

Voltaic: 208/120V 3Ph 4W
SVE S.O. #: 4W
P.O. Number:
Contractor:

ANSI 61 Light Gray Powder Coated Finish
*Aluminum bus with Alstain 80 Plating
*NEMA 3R Rated Unless Noted Otherwise
*UL Listed Deadfront Switchboard E84151
SUN VALLEY ELECTRIC MFG. INC.
602-259-6498 FAX # 602-254-6923
134 N. 21 ST. AVE. PHX AZ. 85009

meter sections may be field installed in any position
underground pull sections may be field installed either left or right