UNDERGROUND FEED
WALL MT.

underground pull sections may be field installed either left or right

voltae: 240/120v delta 3ph/4w 800amp
ansi 61 latch dry powder coated finish
aluminum bus with aisan 80 plating
nema 3r rated unless noted otherwise
pullfront switchboard es4151
ull listed

602-258-6498    fax: 602-254-8923
1349 n. 21 st. ave. phx az 85009
sun valley electric mfg. inc.